
1045 

Environmental Protection Agency § 60.4330 

Subpart KKKK—Standards of Per-
formance for Stationary Com-
bustion Turbines 

SOURCE: 71 FR 38497, July 6, 2006, unless 
otherwise noted. 

INTRODUCTION 

§ 60.4300 What is the purpose of this 
subpart? 

This subpart establishes emission 
standards and compliance schedules for 
the control of emissions from sta-
tionary combustion turbines that com-
menced construction, modification or 
reconstruction after February 18, 2005. 

APPLICABILITY 

§ 60.4305 Does this subpart apply to 
my stationary combustion turbine? 

(a) If you are the owner or operator 
of a stationary combustion turbine 
with a heat input at peak load equal to 
or greater than 10.7 gigajoules (10 
MMBtu) per hour, based on the higher 
heating value of the fuel, which com-
menced construction, modification, or 
reconstruction after February 18, 2005, 
your turbine is subject to this subpart. 
Only heat input to the combustion tur-
bine should be included when deter-
mining whether or not this subpart is 
applicable to your turbine. Any addi-
tional heat input to associated heat re-
covery steam generators (HRSG) or 
duct burners should not be included 
when determining your peak heat 
input. However, this subpart does apply 
to emissions from any associated 
HRSG and duct burners. 

(b) Stationary combustion turbines 
regulated under this subpart are ex-
empt from the requirements of subpart 
GG of this part. Heat recovery steam 
generators and duct burners regulated 
under this subpart are exempted from 
the requirements of subparts Da, Db, 
and Dc of this part. 

§ 60.4310 What types of operations are 
exempt from these standards of per-
formance? 

(a) Emergency combustion turbines, 
as defined in § 60.4420(i), are exempt 
from the nitrogen oxides (NOX) emis-
sion limits in § 60.4320. 

(b) Stationary combustion turbines 
engaged by manufacturers in research 
and development of equipment for both 
combustion turbine emission control 
techniques and combustion turbine ef-
ficiency improvements are exempt 
from the NOX emission limits in 
§ 60.4320 on a case-by-case basis as de-
termined by the Administrator. 

(c) Stationary combustion turbines 
at integrated gasification combined 
cycle electric utility steam generating 
units that are subject to subpart Da of 
this part are exempt from this subpart. 

(d) Combustion turbine test cells/ 
stands are exempt from this subpart. 

EMISSION LIMITS 

§ 60.4315 What pollutants are regu-
lated by this subpart? 

The pollutants regulated by this sub-
part are nitrogen oxide (NOX) and sul-
fur dioxide (SO2). 

§ 60.4320 What emission limits must I 
meet for nitrogen oxides (NOX)? 

(a) You must meet the emission lim-
its for NOX specified in Table 1 to this 
subpart. 

(b) If you have two or more turbines 
that are connected to a single gener-
ator, each turbine must meet the emis-
sion limits for NOX. 

§ 60.4325 What emission limits must I 
meet for NOX if my turbine burns 
both natural gas and distillate oil 
(or some other combination of 
fuels)? 

You must meet the emission limits 
specified in Table 1 to this subpart. If 
your total heat input is greater than or 
equal to 50 percent natural gas, you 
must meet the corresponding limit for 
a natural gas-fired turbine when you 
are burning that fuel. Similarly, when 
your total heat input is greater than 50 
percent distillate oil and fuels other 
than natural gas, you must meet the 
corresponding limit for distillate oil 
and fuels other than natural gas for the 
duration of the time that you burn 
that particular fuel. 

§ 60.4330 What emission limits must I 
meet for sulfur dioxide (SO2)? 

(a) If your turbine is located in a con-
tinental area, you must comply with 
either paragraph (a)(1), (a)(2), or (a)(3) 
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